URETHANE SEALANT

[SL-02]

WALL STUD
(NOT BY GSP)

HS—-0011

MINIMUM (2) FASTENERS
(TYPE PER ENGINEERING DESIGN)

1/87 X 1/2" STAINLESS STEEL
POP RIVET [FS-11] @ 12" O.C.

JOINT COVER TRIM

INSULATED /

WALL PANEL

VERTICAL RUBBER GASKET

[AC-03]

\—WALL PANEL CLIP

[AC—01]

JOINT GASKET
SEALANT

** THE DETAIL SHOWN IS SUBJECT TO CHANGE WITHOUT NOTICE. PLEASE REFERENCE WWW.GREENSPANPROFILES.COM FOR THE MOST CURRENT DATA **
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SCALE: NTS REVISION: 1 DATE: 2-27-15
DRAWN: DG DATE: 9-20-13
CHECK: DATE:
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