SPACE ABOVE CEILING MUST BE VENTILATED

VAPOR BARRIER
(NOT BY GSP)

. JOINT COVER TRIM
%" BUTYL TAPE SEALANT [TR—06]

[SL-03]

1/4-14 X %" TEK 1 SDS

WARM_SIDE FIELD INSTALLED EXPANSION FOAM SEALER [FS-07] AT 12" O.C.
(NOT BY GSP)

CEILING PANEL

SPLICE CHANNEL
[AC-04]

EXTRUDED ALUMINUM TEE
[AC-08]

HANGER ROD AND COUPLING
(NOT BY GSP)

INSULATED CEILING PANEL

COLD SIDE

CONNECTION MADE W/ [AC-15,
AC-16, AC-17 AND AC-18]

ALL CEILING SUPPORT COMPONENTS AND PANELS MUST BE INSTALLED COMPLETE PRIOR TO
ALLOWING ANY TRAFFIC ON CEILING

S CEILING TEE ISOMETRIC
APPLICATION: FREEZER OR COOLER NOTES:
SCALE: NTS REVISION: 3 DATE: 3-29-19
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